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YUKON OFFICES BUILDING SUITE 4035 A

PROPOSED FLOOR

PLAN

SCALE: 1/4"= 1'-0"

EXISTING CONC. COLUMNS.
| EXISTING CONC. WALLS.
T EXISTING CONC. BLOCK WALLS.
— EXISTING PARTITIONS.
IITTIIILL EXISTING FIRE RATED PARTITIONS.
R EXISTING PARTITIONS TO BE REMOVED.
PROPOSED NEW GLASS PARTITIONS.
NOTE:

THE INTERIOR REMODELING AND RENOVATIONS DO NOT INCLUDING
ANY WORK ON COMMON AREAS, ADJACENT OFFICE OR CORRIDOR THAT'S
WILL REMAINS UNDISTURBED AND HAS NOT ANY MODIFICATIONS.

THE DEMISING PARTITIONS THAT SEPARATE TWO SUITES CANNOT BE

MODIFIED OR PENETRATED IN ANY WAY.

ALL NEW FINISHES (WALL/CEILING/FLOOR) OTHER THAN PAINT, TO

COMPLY WITH FBC 803 AND FBC 804.

THE NEW CARPET PILE HEIGHT SHALL BE A 1/2” MAX.,
AS PER F.B.C. ACC. 302.2.

@/

§7@

|
WALL TYPE A

WALL TYPE B

SCALE: 3/4"= 1"-0"
(EXISTING DEMISING PARTITIONS).

—ONE HR. FIRE RATED.

- 3— 5/8" MTL. STUD.

-5/8" TYPE "X” G.W.BD., 2 SIDES,

~FIRE RATED COCKING JOINTS TO
SLAB TOP & DOWN, 2 SIDES.

—~W/SOUND INSULATION STC 50 MIN.

—UL DESIGN U404.

SCALE: 3/4"= 1'-0"

—@
/ _

7
WALL TYPE C

-NEW WOOD FRAMED DOOR & GLASS

FRAMED—LESS PARTITION.
—NON FIRE RATED.

SCALE: 3/4"= 1'-0"
(EXISTING CONC. SHEAR WALL).
TWO HR. FIRE RATED.

—ONE SIDE EXPOSED.
—ONE SIDE PAINTED.

WALL TYPE D

-GLASS HAVE TO BE SAFETY, CLEAR

TEMPERED GLASS, CATEGORY I

SCALE: 3/4"= 1'-0"
(EXISTING 8" C.M.U.).

- TWO HR. FIRE RATED.

—ONE SIDE STUCCO PLASTER.
—ONE SIDE GYPSUM BOARD.
—UL DESIGN U912.

NO

—

E:

ANY WOOD IN CONCEALED SPACE SHALL BE

FIRE RETARDANT.

NOTES:

1.—THE SMOKE DETECTORS SYSTEM IS EXISTING

AND REMAIN THE SAME.

2.—THE FIRE ALARM SOUND SYSTEM IS EXISTING

AND REMAIN THE SAME.

3.—THE AIR CONDITIONING SYSTEM IS EXISTING
AND REMAIN THE SAME.

USE & OCCUPANCY CLASSIFICATION

PREVIOUS USE: OFFICE (EXISTING BUILDING).
PROPOSED USE: OFFICE BUSINESS GROUP B

[ELECTRONIC DATA PROCESSING]

(NOT CHANGE OF USE)

CONSTRUCTION TYPE: lll—B SPRINKLERED.
OCCUPANCY: 100 SF. gross per occupant
426.3 by 100 = 4.26 = 4 persons.
MAXIMUM OCCUPANCY = 4 persons.

EXISTING CORPORATION OFFICES.

EXISTING OFFICES DO NOT CHANGE OF USE.

—REMODELING EXISTING OFFICE LAYOUT
AS PER PLANS.

NOTE:

AT RELOCATION OF ANY FIRE ELEMENT,

ENGINEERING SHOP—DRAWINGS, SIGNED & SEALED,

SHALL BE SUBMITTED FOR FIRE ALARM SOUND
CONTRACTOR.

SCOPE OF WORK ALTERATION LEVEL 2

INTERIOR REMODELING & RENOVATION
FLORIDA BUILDING CODE 2020 /th EDITION

NOTE:

ALL LIFE SAFETY SYSTEMS SHALL REMAIN
OPERATIONAL DURING THE DEMOLITIONS AND
CONSTRUCTION PHASES.

NOTE.:

ALL GLASS USED INSIDE THE SUITE SHALL BE
TEMPERED SAFETY GLASS, CATEGORY Il

SECTION 10: MEAN OF EGRESS

SIZING: 0.3” PER OCCUPANT.
PROVIDE (2)36” ON MAIN ENTRY DOOR.
TABLE 1006.2.1

SPACES WITH ONE EXIT OR ONE EXIT/ACCESS DOOR WAY.
OCCUPANCY B = BUSINESS.

OCCUPANT LOAD<30 W/SPRINKLER SYSTEM.
MAXIMUM COMMON PATH OF EGRESS
TRAVEL DISTANCE = 100 FEET.

|

L EXISTING STOREFRONT
TO REMAIN.

EXISTING
RIS <A>
D REMAIR. EXISTING
EXIST. ELECTRICAL
L V4 ELECT. PANEL TO REMAIN.
PANEL
RECEPTION o
SUITE 403 A w0
EXIST. INTERIOR NON RATED
g PARTITION TO REMAIN.
ADJACENT ADJACENT
OFFICE OFFICE
SUITE 404 OFFICE 1 SUITE 402] | =
N
<A‘>E><|ST|NG o
‘@ ~
g 3:_5)) 8,—4” _l
"
@ EXISTING
. |
3,_10,, 8’_0”
k|
OFFICE 2 > 5
PROVIDE A NEW CARPET |
AT WHOLE OFFICE AREA o
; SELECTED BY OWNER.
NEW CARPET PILE HEIGHT
SHALL BE A 1/2° MAXIMUM.
EXISTING CEILING COVE FOR
<> < CURTAINS TO REMAIN.
EXISTI\IG
—— n T : T
11'=10” /

NOTE:

THE NEW CARPET PILE HEIGHT SHALL BE A 1/2” MAX.,
AS PER F.B.C. ACC. 302.2.

ALL NEW FINISHES (WALL/CEILING/FLOOR) OTHER THAN
PAINT TO COMPLY WITH FBC 803 AND FBC 804.

—REMOVED AND DISPOSAL EXISTING PARTITIONS & DOOR
FOR NEW LAYOUT AS PER PLANS A-1 & A-2.

—EXISTING ONE HR. FIRE RATED PARTITIONS TYPE "A”
REMAIN THE SAME AS PER PLANS.

—BUILT WOOD—GLASS PARTITIONS WITH SWING WOOD
DOORS AS PER SHEET A—2. GLASS PARTITIONS HAVE
TO BE SAFETY, TEMPERED GLASS, CATEGORY Il

—EXISTING METAL FRAME DROP CEILING REMAIN THE SAME
AS PER CEILING PLAN A—4 WITH EXISTING RECESSED
LED LIGHTINGS AS PER SHEET E-1.

—REMOVED & DISPOSAL EXISTING CARPET AND REPLACED
FOR A NEW CARPET SELECT BY OWNER, INCLUDING
WOOD BASEBOARDS. THE SOUNDPROOFING ARE EXISTING
AND REMAIN THE SAME.

—THE A/C SYSTEM ARE EXISTING AND REMAIN THE SAME.

—THE ELECTRICAL SYSTEM ARE EXISTING TO REMAIN,
INCLUDING PANEL, LAMPS AND SWITCHES. SOME OUTLETS
WILL BE RELOCATED AS PER SHEET E-1.

—REPATCH AND PAINTING THE ENTIRE CONDO—UNIT
INCLUDING DOORS, CASINGS AND BASEBOARDS.

N.F.P.A. 101 "INTERIOR FINISH”

CLASSIFICATION INTERIOR WALL, CEILING FINISH
(3) CLASS "C”

a) FLAME SPREAD 76—200

b) SMOKE DEVELOPMENT 0—450

WORK AREA:
OFFICE 403 A =

TOTAL WORK AREA =

426.5 SQ.FT.
426.5 SQ.FT.

WALL SECTIONS LEGEND

(1) —UNDER SIDE CONCRETE SLAB.

@—EXIST. 3—-5/8" 20GA MTL. STUDS RUNNER.

@—3" SOUND ATTENUATION BLANKET.
(THERMAFIBER STC 50 MINIMUM).

@—EXISTING CEILING AS PER SHEET A-3.

@ — NOT USED.

@—EXISTING 5/8” GYPSUM WALL BOARD

TYPE "X” ON EACH SIDE

—NOT USED.

— PAINTED FINISH.

EXD (9 (D™

—EXIST. RIGID INSULATION R.5.

—2"x 4”7 PT WOOD BACKING.

_,IHX

(@ @@ N

—EXIST. 8" CONCRETE MASONRY UNITS.
— EXISTING /REPLACED WOODEN BASEBOARDS.

—EXISTING CONCRETE SHEAR WALLS.

—EXIST. EXTERIOR STUCCO PAINTED FINISH.

—EXIST. 1/2" GYPSUM WALL BOARD

1" MTL. U CHANEL SUPPORT GLASS.
— 3/4”7 CLEAR TEMPERED GLASS, TYPE Il
— WOOD FRAMED BEHIND (DOOR FRAMES).

DOOR SCHEDULE (INTERIOR)

LOCATION N

MAT.[FINISH|THRES.|JAM|REMARKS

OFFICE DOORS 34" |8'-0"|1 3/4”| SWING

WOOD

PAINTED | FLUSH |WOOD | SOLID CORE
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