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SPRINKLER HEAD SCHEDULE
AREA SERVED MFR. & ORIFICE CONFIGURATION TEMP. FINISH DESIGN

MODEL NO. |[K—-FACTOR RATING INFO.

APARTMENT VIKING - |RECESSED PENDENT

SPRINKLERS ERRE.SEPS,IDIG‘TIAL I1/-2 5.2 ORDINARY m"‘{EESI'ER —
YK 486 COATING

NOTES:

1. ALL SPRINKLERS TO BE U.L. LISTED QUICK RESPONSE.

2. WHITE POLYESTER SPRINKLER FINISH TO BE U.L. LISTED CORROSION RESISTANT.

3, NEW SPRINKLERS SHALL BE OF SAME TEMP RATING AND K—FACTOR AS EXISTI
CONTRACT

NG

OR SHALL VERIFY EXISTING SPRINKLER TYPE BEFORE ORDERING NEW HEADS
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— EXIST. ELECTRICAL
PANEL TO REMAIN.

— EXIST. INTERIOR NON RATED

g PARTITION TO REMAIN.

LEGEND

SMOKE DETECTOR AT CEILING
SMOKE DETECTOR AT WALLS

FIRE ALARM (SOUND) AT CEILING
FIRE ALARM (SOUND) AT WALLS
FIRE SPRINKLER HEAD CONCEALED

FIRE SPRINKLER HEAD AT WALL

DENOTE EXISTING TO REMAIN
DENOTE EXISTING TO BE RELOCATED
DENOTE NEW PROVIDED

EXIT SIGN
EMERGENCY LIGHTS W/BATTERY POWER

AB TYPE FIRE EXTINGUISHER

Klle=g7 >« DEBO

NOTES:

1.—THE FIRE SPRINKLER SYSTEM IS EXISTING
AND REMAIN THE SAME.

2.—THE SMOKE DETECTORS SYSTEM IS EXISTING
AND REMAIN THE SAME.

3.—THE FIRE ALARM SYSTEM IS EXISTING
AND REMAIN THE SAME.

4.—THE AIR CONDITIONING SYSTEM IS EXISTING
AND REMAIN THE SAME.

ALL FIRE PROTECTION DEVICES ARE
EXISTING AND REMAIN THE SAME.

NOTE:

IF WILL BE NECESSARY RELOCATION OF
ANY FIRE ELEMENT, ENGINEERING SHOP—
DRAWINGS, SIGNED & SEALED, SHALL
BE SUBMITTED FOR FIRE ALARM OR
ALARM SOUND CONTRACTOR.

NOTE:

ALL SMOKE DETECTORS SHALL BE 120 V.
W/ BATERY BACKUP, INTERCONNECTED
AND LOCATED 36" MIN. AWAY FROM ANY
A/C GRILLE OR REGISTER.

NOTE:

ALL LIFE SAFETY SYSTEMS SHALL REMAIN OPERATIONAL
OPERATIONAL DURING THE CONSTRUCTION PHASES.

N.F.P.A. 101:
"INTERIOR FINISH”

CLASSIFICATION INTERIOR WALL, CEILING FINISH
(3) CLASS “C”

a) FLAME SPREAD 76-200

b) SMOKE DEVELOPMENT 0-450

NOTE:

THE GENERAL CONTRACTOR SHALL COORDINATE WITH THE
MANAGEMENT OFFICE AND ESTABLISH A FIRE WATCH AT
ANY TIME THAT THE FIRE SPRINKLER SYSTEM SHOULD BE
SHUT DOWN FOR MORE THAN 4 HOURS.

SECTION 10: MEAN OF EGRESS
SIZING: 0.3” PER OCCUPANT.

EXISTING (1)36” ON MAIN ENTRY DOOR.

TABLE 1006.2.1

SPACES WITH ONE EXIT OR ONE EXIT/ACCESS DOOR WAY.
OCCUPANCY B = BUSINESS.

OCCUPANT LOAD<30 W/SPRINKLER SYSTEM.
MAXIMUM COMMON PATH OF EGRESS

TRAVEL DISTANCE = 100 FEET.

NOTE.:

THE NEW CARPET PILE HEIGHT SHALL BE A 1/2” MAX.,
AS PER F.B.C. ACC. 302.2.

ALL NEW FINISHES (WALL/CEILING/FLOOR) OTHER THAN
PAINT TO COMPLY WITH FBC 803 AND FBC 804.

N.F.P.A. 101 "INTERIOR FINISH”

CLASSIFICATION INTERIOR WALL, CEILING FINISH
(3) CLASS "C”

a) FLAME SPREAD 76—200

b) SMOKE DEVELOPMENT 0—450

NOTES:

1.— THE ENTIRE SPACE SHALL BE MADE ACCESSIBLE.
2.— ALL THE EXIT TRAVEL PATH HAVE TO BE 3’—6” MIN. UNOBSTRUCTED CLEAR WIDE.
3.— ALL FLOOR TO BE LEVEL AND USED 1/2” HIGH TAPERED THRESHOLD TYP.
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Fire Protection, Construction Administration
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Voice: 786.953-4901 - Fax: 786.953-4907
E-mail: cadinfo@flengineers.com
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Tel: 786-953-4901
E-mail: svazquez@flengineers.com

Fine Line Engineers Inc.
Electrical, Mechanical, Plumbing, Fire Protection

Construction Administration Services
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